LN LA LB LC
LOAD LOAD LOAD LOAD SWITCH CABLE CONNECTION SIZE SOURCE 1, LOAD GROUND ESTIMATED NET
SIZE & SOURCE 2 PER PHASE & NEUTRAL WEIGHT (Ibs.)
SRC1 SRCL SRC1 SRCL 100A (1) #14-1/0 (3) $14-1/0 500
SIN SiA SIB SIC 150A (1) #6-250MCM (3) #14-1/0 500
SWITCH BASE
SeN sea SeB sac 1.250— 28.500 =—1.250
rl.OOO
SRC2 SRC2 SRC2 SRC2 o o
POWER CONNECTION LABELS
14,779
1,000—| |— —| |~—1.000
rl.ooo — 6.000 23.000 ‘_1.000
F 400 - 42,000
8176 ' CONDUTT
ENTRANCE
AREA-TOP
& BOTTOM 15.000
11,000 21892
rlUUU 625 DIA
(4) HOLES
B 1 000 _' [ i
_________________ DOOR 1.250 I—— 1.250——] LLOOO—'
3.000 MAXIMUM 36 MIN. AISLE 14.779
EXTENSION OVER SPACE REQUIRED _ _
DOOR MOUNTED TOP VIEW ENCLOSURE MOUNTING
DEVICES —_— PROVISIONS
31.000 18.000
OVERALL OVERALL
RUSSELECTRIC
NAMEPLATE WIDTH DEPTH
-~ SOURCE 1 CABLE
X DROUND BAR CONNECTIONS
| /~ -
e ————— > : |_— GROUND
I g | BAR
g=ii :
| | |
I I | \\—LDAD CABLE
I I | CONNECTIONS
QL ______ JO :
44,000 |
CvERALE N LOCKING !
HANDLE |
WITH 3-PT |
LATCH |
|
I
I
I
I
I
[ ~—SOURCE 2
/ CABLE
CONNECTIONS

GENERAL NOTES:

1. ENCLOSURE FABRICATED FROM SHEET STEEL IN

ACCORDANCE (WITH UL STANDARD 508,

2,/ALL STEEL PARTS SHALL BE PREPARED FOR PAINTING
BY A FI

IVE STEP CLEAN[NG PHIZISPHATIZ]NG AND

FRONT VIEW

GENERAL NOTES: ¢CON‘TY

6. WHEN ANCHORING FOR A SEISMIC LOCATION, CONSIDERATION MUST
BE GIVEN TO THE DESIGN OF THE MOUNTING LOCATION.

A> REFER TO THE PROJECT SPECIFIC SEISMIC STUDY DONE BY A

CERTIFIED ENGINEER FOR_PROPER

ANCHOR DETAIL INFORMATION.

LUG SCHEDULE

RELAY PLATE——/

SECTION VIEW OF
TRANSFER SWITCH

SOUTH SHORE PARK H\NGHAM MA 02043

SEALING PROCESS. B> USE AN AN THAT MEETS DR EXCEEDS THE STRENGTH OF A

e R e T e DR SR T TR R STTR S RO R R

AND CURED IN A BAKING OVEN. NEMA 1 100—150A 4P (RTS03) CLOSED

SUITABLE FOR OUTDOORS, AS VELL RS’ INDDOR.

APPLICATIONS. TRANSITION ATS WALLMOUNT ENCLOSURE
3. LUG SIZES SPECIFIED ARE MECHANICAL SwiTch O oF

TYPE SUITABLE FOR CU/AL CABLE. Size POLES QUANTITY SPECIAL MARKINGS DFTM. IMDM 10.15.10 DWG
4. ALL DIMENSIONS ARE IN INCHES (L INCH = 254 CM> 8380059 DO4 D
5. SPECIAL CONSIDERATION MUST BE TAKEN WHEN PREPARING 10071504 ‘ ' CHKD. | JTL 04/ 04/ [

THE MOUNTING L{ N. FOLLOW ALL APPLICABLE LOCAL ;

AND INTERNATII:INAL BUILDING CODES. CERTIFIED BY: DATE: APPD. SHEET No. ] CoNT'D oN sHEET No. | |REV
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